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MAIN BUILDING

(COMPOSITE OF

1, 9, 38, 46)

CONTRACTOR STAGING

AREA
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SERIES.DWG

AS NOTED

H1

BASEMENT AND SUB-BASEMENT

DUCTWORK PLANS, LOCATION PLAN,

GENERAL NOTES







  

MAIN FACILITY

Project Number 437-14-125

1. CONTRACTOR SHALL REPLACE ANY ACOUSTICAL CEILING TILES,

PORTIONS OF THE SUSPENSION SYSTEM OR EXPOSED GRID

SYSTEM DAMAGED BY HIS WORK OR REMOVAL OF EXISTING

EQUIPMENT.

2. CONTRACTOR SHALL MAINTAIN A CLEAN WORKING ENVIRONMENT.

EQUIPMENT, PARTS, AND TOOLS SHOULD BE SECURED AND

MONITORED WHEN WORK IS TO BE DONE IN PATIENT AREAS.

3. DO NOT STORE MATERIALS IN OCCUPIED AREAS OF THE BUILDING.

4. VA STAFF WILL BE CONDUCTING THEIR NORMAL DUTIES IN ALL

AREAS OF THE BUILDINGS DURING CONSTRUCTION. CARE SHALL BE

TAKEN TO MINIMIZE DISRUPTION AT ALL TIMES. CONTRACTOR SHALL

CONFINE WORK TO IMMEDIATE AREA CONCERNED AND SHALL

MAINTAIN CLEANLINESS AND PATHWAY TO EXITS AT ALL TIMES.  ALL

WORK AND AREAS OF WORK SHALL BE SCHEDULED WITH THE VA

PROJECT ENGINEER / COTR (CONTRACTING OFFICERS TECHNICAL

REPRESENTATIVE.)

5. ANY REQUIRED FIRE ALARM, ELECTRICAL, HVAC, PLUMBING AND

COMMUNICATION SHUTDOWNS TO BE SCHEDULED 48 HOURS IN

ADVANCE WITH THE VA AND MAY BE REQUIRED TO BE

ACCOMPLISHED OUTSIDE NORMAL WORKING HOURS.

6. DUST BARRIERS SHALL BE PROVIDED. NOISE SHALL BE KEPT TO A

MINIMUM AND DRILLING AND OTHER NOISE PRODUCING

OPERATIONS MAY HAVE TO BE ACCOMPLISHED AFTER NORMAL

WORKING HOURS. COORDINATE TIMES AND LOCATIONS FOR NOISY

OPERATIONS WITH THE VA PROJECT ENGINEER / COTR .

7. CONTRACTORS ARE TO COORDINATE ALL WORK WITH THE PROJECT

ENGINEER / COTR. CLEAN ALL DEBRIS FROM THE CONSTRUCTION

SITE TO THE SATISFACTION OF THE PROJECT ENGINEER.

8. WORK SHALL TAKE PLACE IN PRIORITY ORDER AS NOTE DIN THE

SCOPE OF WORK, OR AS SCHEDULED OTHERWISE WITH THE VA COR

AND M&R STAFF.










  





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H2

FIRST FLOOR DUCTWORK PLAN







  

MAIN FACILITY
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AS NOTED

H3

SECOND FLOOR DUCTWORK PLAN







  

MAIN FACILITY
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AS NOTED

H4

THIRD FLOOR DUCTWORK PLAN







  

MAIN FACILITY
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AS NOTED

H5

ATTIC AND PENTHOUSE DUCTWORK

PLAN







  

MAIN FACILITY







  


